Fan Coil Unit Without an Operable Thermostat

Room Thermostat (No operator controls)

Fan Coil Unit

Air enters along the floor – keep area in front of fan coil unit clear for proper air flow

Heating Device

Cooling Device

Year Round
Above 78 degrees – Cooling coil operates

Below 68 degrees – Heating coil operates

68-78 degrees – no heating or cooling