Fan Coil Unit with Occupant Thermostat

Room Thermostat
Set at 68/78 Degrees

Fan Coil Unit

Air enters along the floor – keep area in front of fan coil unit clear for proper air flow

Heating Device

Cooling Device

Cooling Mode
Above temperature set point – Cooling coil operates

Heating Mode
Below temperature set point – Heating coil operates